
1 REVISOR 1346.0106

1346.0106 REQUIRED INSPECTIONS.

The building official, upon notification from the permit holder or the permit holder's
agent, shall make the following inspections and other such inspections as necessary, and
shall either release that portion of the construction or shall notify the permit holder or the
permit holder's agent of violations that must be corrected. The holder of the permit shall be
responsible for the scheduling of these inspections.

1. Underground inspection shall be made after trenches or ditches are excavated and
bedded, piping installed, and before backfill is put in place. When excavated soil contains
rocks, broken concrete, frozen chunks, and other rubble that would damage or break the
piping or cause corrosive action, clean backfill shall be used.

2. Rough-in inspection shall be made after the roof, framing, fireblocking, and bracing
are in place and all ducting and other components to be concealed are complete, and prior
to the installation of wall or ceiling membranes.

3. Final inspection shall be made upon completion of the mechanical system.

Exception: Ground-source heat pump loop systems tested in accordance with this code
shall be permitted to be backfilled prior to inspection.

Statutory Authority: MS s 16B.59; 16B.61; 16B.64; 326B.02; 326B.101; 326B.106;
326B.13

History: 29 SR 299; L 2007 c 140 art 4 s 61; art 13 s 4; 39 SR 690
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